
 

Appendix B 
Photometric Plan 
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Luminaire Schedule

Symbol Label Quantity Catalog Number Wattage

BLRD

5
PWY-EDG-3M-**-02-D-UL-350-40K or 
BXBP*318D-UH7 (350mA)

21.2

D

14 Focal Point
FL6D-20LED-L30-LD1-120-RO-T

28.7

EW 14 Cree Inc
XSPWAx3FC-U

42.7

EW2M

5 CREE INC.
ARE-EDG-2M-**-06-E-27-350-40K
(350mA)    CONFIGURED FROM  ARE-
EDG-2M-xx-06-E-UL-xx-700-40K-xxxx
(BXALx206E-UD7)

62

EP5M(DBL)

8 CREE INC.
ARE-EDG-5M-**-08-E-27-525-40K
(525mA)    CONFIGURED FROM   ARE-
EDG-5M-xx-06-E-UL-xx-700-40K-xxxx
(BXALx506E-UD7)

266

EP2M

2 CREE INC.
ARE-EDG-2M-**-08-E-27-525-40K
(525mA)    CONFIGURED FROM  ARE-
EDG-2M-xx-06-E-UL-xx-700-40K-xxxx
(BXALx206E-UD7)

133

EP5M

2 CREE INC.
ARE-EDG-5M-**-08-E-27-525-40K
(525mA)    CONFIGURED FROM   ARE-
EDG-5M-xx-06-E-UL-xx-700-40K-xxxx
(BXALx506E-UD7)

133

ES3M

1 Cree Inc
BXSPCxx3MEF40K-UL CONFIGURED 
FROM BXSPCxx3MEF30K-xxxxxx

139

ES2L

7 Cree Inc
BXSPCxx2LGF40K-UL CONFIGURED 
FROM BXSPCxx2LGE40K-xxxxxx or 
XSPCxx2LGE30K-xxxxxx

139

ES2

3 Cree Inc
BXSPCxx2MEF40K-UL CONFIGURED 
FROM BXSPCxx2MEE40K-xxxxxx or 
XSPCxx2MEE30K-xxxxxx

139

ES4M

4 Cree Inc
BXSPCxx4MEF40K-UL CONFIGURED 
FROM BXSPCxx4MEE40K-xxxxxx or 
XSPCxx4MEE30K-xxxxxx

139

RUUD LIGHTING, A CREE COMPANY

Statistics
Description Avg Max Min
DRIVE - BACKSIDE 2.4 fc 5.1 fc 0.6 fc
DRIVE - EAST SIDE - 1FC 
MIN 2.5 fc 5.7 fc 0.8 fc

FUELING AREA 3.5 fc 5.8 fc 1.7 fc
MAIN PARKING LOT 2.5 fc 8.9 fc 0.5 fc
PARKING - EAST SIDE - 
INSTRUCTIONAL 1.1 fc 7.7 fc 0.2 fc

WALKWAY - EAST SIDE 4.8 fc 16.8 fc 0.1 fc
WALKWAY - EAST SIDE - 
BACK 1.3 fc 5.1 fc 0.1 fc

WALKWAY - FRONT 2.7 fc 10.4 fc 0.2 fc
WALKWAY - GSR - BACK 2.5 fc 5.8 fc 0.6 fc
WALKWAY - WEST SIDE - 
BACK 1.6 fc 5.8 fc 0.4 fc

WALKWAY - WEST SIDE - 
FRONT 1.7 fc 6.0 fc 0.8 fc

WALKWAY BACK CENTER 2.5 fc 3.8 fc 1.4 fc
WALKWAY CENTER BACK 2.1 fc 5.6 fc 0.1 fc


